Abstract: This paper establishes a general methodology to calculate the life-cycle cost of floating offshore renewable energy devices, applying it to wave energy and wind energy devices. It is accounts for the contributions of the six main phases of their life-cycle: concept definition, design and development, manufacturing, installation, exploitation and dismantling, the costs of which have been defined. Moreover, the energy produced is also taken into account to calculate the Levelized Cost of Energy of a floating offshore renewable energy farm. The methodology proposed has been applied to two renewable energy devices: a floating offshore wave energy device and a floating offshore wind energy device. Two locations have been considered: Aguçadoura and São Pedro de Moel, both in Portugal. Results indicate that the most important cost in terms of the life-cycle of a floating offshore renewable energy farm is the exploitation cost, followed by the manufacturing and the installation cost. In addition, the best area in terms of costs is the same independently of the type of floating offshore renewable energy considered: Aguçadoura. However, the results in terms of Levelized Cost of Energy are different: Aguçadoura is better when considering wave energy technology and the São Pedro de Moel region is the best option when considering floating wind energy technology. The method proposed aims to give a direct approach to calculate the main life-cycle cost of a floating offshore renewable energy farm. It helps to assess its feasibility and evaluating the relevant characteristics that influence it the most.
Introduction
The demand for energy on a global scale is likely to increase in the coming years [1] . Fossil fuels have been the conventional source of energy, but a high dependence on these might lead to or aggravate any sustainability and environmental issues. Renewable sources of energy gain increasing importance in this scenario, in order to assure that the energy demand is met. There are also additional benefits such as reduced CO 2 emissions, which have been a concern for countries throughout the world. Examples of this are the Kyoto Protocol on CO 2 emissions reduction or the Directive 2009/28/EC of the European Parliament [2] which targets for the use of renewable sources of energy within the European Union. These factors and others such as security of supply stimulate the development of technologies that are able to exploit renewable sources of energy [3] .
Ocean energy is one source of renewable energy. It can be exploited from waves, tides, tidal currents, thermal gradients or salinity gradients. Waves are a resource that varies in height, period and where C1 is the cost of concept definition, C2 is the cost of design and development, C3 is the cost of manufacturing, C4 is the cost of installation, C5 is the cost of exploitation and C6 is the cost of dismantling. C5 is the overall exploitation cost for the number of years that the farm is active, whereas in most paper reports it is shown as an annual cost. These costs are studied in order to develop a methodology to calculate the total cost, in €, and the Levelized Cost of Energy (LCOE), in €/MWh, of the FOWEDs.
The costs are built up from their various components denoted as sub-costs ( Figure 2 ) so as to reflect the details of the configuration on the final cost. The next sections are focused on this issue. The costs of these phases comprise the Life-cycle Cost System (LCS) of a floating offshore renewable energy farm (FOREF), as follows:
where C1 is the cost of concept definition, C2 is the cost of design and development, C3 is the cost of manufacturing, C4 is the cost of installation, C5 is the cost of exploitation and C6 is the cost of dismantling. C5 is the overall exploitation cost for the number of years that the farm is active, whereas in most paper reports it is shown as an annual cost. These costs are studied in order to develop a methodology to calculate the total cost, in €, and the Levelized Cost of Energy (LCOE), in €/MWh, of the FOWEDs.
The costs are built up from their various components denoted as sub-costs ( Figure 2 ) so as to reflect the details of the configuration on the final cost. The next sections are focused on this issue.
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The paper proceeds as follows: the first section introduces the methodology. Then a case study is presented, considering two different options in terms of project scale (i.e., installed capacity) in two different locations for two floating offshore renewable energy devices-one based on wave energy technology and another based on wind energy technology. This is followed by the presentation of the results in the next section. Last section addresses the conclusions from this work.
Methodology

General View
The methodology proposed has been adapted from the floating offshore wind [24] and wave [25] life-cycle process and it is based on the life-cycle of floating offshore renewable energy devices (FOWEDs), which is composed by six main phases ( Figure 1 ): concept definition, design and development, manufacturing, installation, exploitation and dismantling. where C1 is the cost of concept definition, C2 is the cost of design and development, C3 is the cost of manufacturing, C4 is the cost of installation, C5 is the cost of exploitation and C6 is the cost of dismantling. C5 is the overall exploitation cost for the number of years that the farm is active, whereas in most paper reports it is shown as an annual cost. These costs are studied in order to develop a methodology to calculate the total cost, in €, and the Levelized Cost of Energy (LCOE), in €/MWh, of the FOWEDs.
The costs are built up from their various components denoted as sub-costs ( Figure 2 ) so as to reflect the details of the configuration on the final cost. The next sections are focused on this issue. 
Concept Definition Cost
The cost of concept definition considers all the preliminary studies to develop the offshore renewable energy farm as, for instance, the offshore energy resource spatial and temporal distribution to know which location will be the most appropriate to install the offshore farm and the economic feasibility of the project, among others.
In this context, three sub-costs have been defined: market study (C11), legislative factors c (C12) and farm design (C13), as shown:
C1 " C11`C12`C13
The market study cost will take into account the preliminary feasibility study to know if the farm and its location will be feasible:
C11 " C em (2) The legislative factors cost is dependent on the taxes of the country selected to install the floating offshore renewable energy farm, as shown:
Finally, one of the most important issues in terms of installing a floating offshore renewable energy farm is to know what the location is. In this sense, the offshore energy resource available, the sea conditions (C emet , C smet , C samet ) and the geotechnical characteristics of the seabed (C lm ) should be studied. Therefore, their costs are as shown:
C13 " pC emet`Csmet`Csamet q`pC lmˆN AˆPAq
This cost is dependent on the number of offshore renewable energy devices (NA) and their power per unit (PA), in MW.
Design and Development Cost
The design and development cost is made up by the costs of the detailed engineering of the offshore renewable energy farm designed and its management, defined here as a unitary cost of design and development (C ga ). The total design and development cost is dependent on the number of floating offshore renewable energy devices (NA) and their power per unit (PA), in MW, as shown:
The cost of design and development per unit (C ga ) corresponds to the unit cost of the resources and the work required during this phase of detailed engineering, which includes several calculations and definitions related with the device or farm, namely the calculation of the distance between FOWEDs and their grid lines, the number of devices in the farm, considering the consumption of the nearest areas, the electric cables and substation calculations or the calculation of the moorings and anchors.
Manufacturing Cost
The manufacturing cost considers the costs of fabricating the device generators (C31), floating platforms (C32), moorings (C33), anchoring (C34) and electric systems (C35), the main components of a farm are as shown:
The manufacturing cost of generators is mainly dependent on the cost (€/MW) of each generator (C MW ). Furthermore, this value is multiplied by the power per unit (PA), in MW, and the number of floating offshore renewable energy devices (NA):
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The floating platform manufacturing cost is divided in two main costs: the basic floating platform, which also depends on the number of floating offshore renewable energy devices (NA), and the substation floating platform, which also depends on the number of floating platforms for the substation (P sub ):
The cost of manufacturing the floating platforms for generators (C321 1pgenerator ) has been calculated considering an Activity-Based Cost (ABC) model in a conventional shipyard [26] , where these types of floating platforms are built. The cost comprises the materials costs (C MAT ), the direct labour cost (C DL ), the activity cost (C ACT ) and the industrial profit (B i ), as shown:
The cost of materials, direct labour and activities will be different depending on the floating offshore renewable energy platform considered, because the quantity of steel changes.
The cost of direct labour is dependent on the mass of the platform (m platform ), the live surface of the platform (S ov ), the died surface of the platform (S om ), the interior surface of the platform (S i ) and the cost per hour (€/h) of the direct labour (C mo ):
The cost of materials is also dependent on the mass of the platform (m platform ), the live surface of the platform (S ov ), the dead surface of the platform (S om ), the interior surface of the platform (S i ) and the cost of steel in €/ton (C steel ):
The cost of the activities is dependent on the direct labour cost (C DL ), the materials cost (C MAT ) and the mass of the platform (m platform ), namely because of aspects such as the electricity consumption and others:
The cost of manufacturing the floating platform of the substation (C322 1psub ) has been considered as a constant value [26] .
The cost of manufacturing the mooring comprises the cost of manufacturing the mooring of the device platform (C331) and the cost of manufacturing the mooring of the substation platform (C332), as shown:
The cost of manufacturing the mooring of the device platform is dependent on the mass per meter (kg/m) (p MOOR ) of the mooring, the length of the mooring in m (L MOOR ), the cost of the mooring in €/kg (C MOOR ), the number of mooring lines (LP) and the number of generators (NA):
The cost of manufacturing the mooring of the substation platform is zero because it is included here in the cost of manufacturing its floating platform.
Similarly, cost of manufacturing the anchoring comprises the cost of manufacturing the anchoring of the device platform (C341) and the cost of manufacturing the anchoring of the substation platform (C342):
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The cost of manufacturing the anchoring of the device platform is dependent on the cost of the mass of the anchor in kg (m ANC ), the anchoring in €/kg (C ANC ) for a drag embedment anchor, the number of mooring lines (LP) and the number of generators (NA):
Just like in the case of the moorings, the cost of the anchoring for the substation platform is zero because it is included here in the cost of manufacturing its floating platform.
The cost of manufacturing the electric system refers to the electric cables (C351) and the substation (C352), as shown:
The cost of manufacturing the electric cable is dependent on the number of generators (NA), the number of electric cables (N x ), the length of the electric cable in m (d x ) and the cost in €/m of the electric cable (C x ) (Figure 3 ), as shown: (18) where:
Area The cost of manufacturing the electric system refers to the electric cables ( 351) and the substation ( 352), as shown:
The cost of manufacturing the electric cable is dependent on the number of generators ( ), the number of electric cables ( ), the length of the electric cable in m ( ) and the cost in €/m of the electric cable ( ) (Figure 3 ), as shown: The cost of manufacturing the substation is calculated as in an onshore location, but taking into consideration a coefficient ( ) which makes this value higher, because the cost of an offshore substation, in terms of corrosion, is higher than the onshore one. In addition, it depends on the number of transformers ( ), the cost of the transformer ( ) and the cost of the GIS ( ), as shown: The cost of manufacturing the substation is calculated as in an onshore location, but taking into consideration a coefficient (K SUBE ) which makes this value higher, because the cost of an offshore Energies 2016, 9, 324 7 of 27 substation, in terms of corrosion, is higher than the onshore one. In addition, it depends on the number of transformers (N TS ), the cost of the transformer (C TS ) and the cost of the GIS (C GIS ), as shown:
Installation Cost
C352 " K SUBEˆNTSˆp C TS`CGIS q (19)
The installation cost comprises the cost of installing the device generator (C41), the floating platforms (C42), the moorings and anchorings (C43), and the electric system (C44). It also includes the start-up cost (C45), as shown:
The cost of installing the generator (C41) is dependent on the costs related to the shipyard or port operations (C41 pa ), the costs due to its transport (C41 transport ) and the costs due to its installation (C41 installation ), as shown:
The value of the cost of port operations (C41 pa ) is dependent on the type of floating offshore renewable energy considered. In this sense, this cost is dependent on the number of generators (NA), the distance from shipyard to port in m (d shipyard´port ), the speed of the tug in m/s (v tug ), the cost of transporting to port in €/h (C transport to port ), the time spent on loading the generator at port in s (t chargeGENERATOR ), the cost of the port crane in €/h (C crane ), the number of liftings of the generator to charge it (NI chargeGENERATOR ) and the time to lift the generator in the vessel (TI chargeGENERATOR ), as shown: t loadGENERATOR " N I loadGENERATORˆT I loadGENERATOR (23) For wave energy devices, the cost of the shipyard or port operations (C41 pa ) is zero because it is included here in the cost of installing the floating platform, since the device generator is inside the platform.
The transport cost of installing the generator is zero due to the fact that it is included in the cost of installing the floating platform. The main reason for this issue is the fact that the installation process will take part in towing the floating platform. Therefore, the transportation of the generator is simultaneous to the transportation of the floating platform.
C41 transport " 0 pincluded in the cost of installing the floating platformq (24) The installation cost of the generators, for the case of the floating offshore wind energy, is dependent on the number of generators (NA), the time spent on loading the generator at port in s (t chargeGENERATOR ) and the cost of the port crane in €/h (C crane ), as shown:
However, for wave energy devices, the cost of installing the device generators (C41 installation ) is included in the cost of installing the floating platform, hence its value here is zero.
On the other hand, the cost of installing the floating platforms is also composed of three main sub-costs, as equation shows: operations at port or shipyard (C42 pa ), transport of the platforms (C42 transport ) and installation of the platform (C42 installation ):
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The cost related to the operations at port or shipyard depends on the number of generators (NA), the distance from shipyard to port in m (d shipyard´port ), the speed of the tug in m/s (v tug ), the cost of transporting the platform to port in €/h (C transport to port ), the time spent on hiring the installations of the shipyard or the port to storage the platforms in s (t hirePLAT ), the area of storage in m2 (S hirePLAT ), the cost of store in (C Sstorage ), the time spent on loading the platform at port in s (t loadGENERATOR ) and the cost of the port crane in €/h (C crane ):
C42 pa " N Aˆ2 3600 s 1hˆd shipyard´port v tugˆC transport to port`thirePLAT`S hirePLATˆCSstorage˘`N Aˆt loadPLATˆCcrane (27) The cost of transporting the floating platforms is calculated depending on the number of vessels considered (N vesselTPLAT ), the number of platforms (N PLAT ), the coefficient TA1 calculated before, the cost of the vessel taken into account in €/day (C vesselTPLAT ) and the cost of moving the vessel in € (C movTPLAT ):
The cost of installing the floating platforms is dependent on the number of vessels used to install the platform (N vesselTPLAT ), the time of installing the platform (t installation PLAT ), the number of platforms (N PLAT ) and the cost of the crane in the shipyard (C crane shipyard ), as shown:
Regarding the cost of installing the mooring and anchoring (C43) a methodology considering an Anchor Handling Vehicle, which is specialized in this field, has been considered [27] . This type of installation does not need submersed equipment, which reduces cost. The value of this cost is calculated as a function of the cost of the vessel in €/day (C aaAHV ), the cost of its direct labour in €/day (C aaDL ), the cost of pumps and divers in €/day (C aapumps& divers ), the number of anchors (N anchors ), the time spent on installing using an AHV in anchors/day (T instAHV ), as shown:
where the number of anchors (N anchors ) is dependent on the number of device generators (NA), the number of mooring lines per platform (LP), the number of substation platforms (P sub ) and the number of mooring lines per substation (LP sub ):
The cost of installing the electric system (C44) is composed of two main aspects: the cost of installing the electric cable (C44 cable ) and the cost of installing the substation (C44 sub ):
The cost of installing the electric cable is calculated depending on the cost of installing the 20 kV electric cable in €/day (C inst20kV ), the coefficient of installing the 20 kV electric cable in m/day (K inst20kV ), the number of lines of devices (NF), the cost of installing the 220 kV electric cable in €/day (C inst220kV ), the coefficient of installing the 220 kV electric cable in m/day (K inst220kV ), the cost of Energies 2016, 9, 324 9 of 27 onshore electric cable installation in €/m (C instonshore ), the number of electric cables (N x ) and the length in m of the electric cables (d x ), as shown:
On the other hand, the calculation of the cost of installing the substation (C44 sube ) is dependent on costs of port (C isubport ), transport (C isubtransport ) and installation (C isubinstallation ). Its calculus is analog to the floating platform installation process:
where:
Finally, the start-up cost is calculated as follows:
Exploitation Cost
The exploitation cost (C5) is composed of several sub-costs: the insurance (C51), the business & administration (C52) and the operation and maintenance (C53), as shown:
The insurance cost is considered here as a percentage of the sum of the costs of the previous phases-concept definition, design and development, manufacturing and installation [28] :
The business and administration cost is composed of the number of years of the life-cycle of the farm (N f arm ), the cost per year of the administration of the farm (C g ADM ) and the cost per year of the legal aspects (C g LEGAL ), as shown:
The operation and maintenance cost is calculated taking into consideration two aspects [29] [30] [31] : the preventive maintenance cost per year (C531), the corrective maintenance cost per year (C532) and the number of years of the life-cycle of the farm (N f arm ), as shown:
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The preventive maintenance cost includes activities such as periodic equipment inspection, oil and filters changes, calibration and adjustment of sensors, equipment substitution or cleaning. The specific tasks related to the preventive maintenance are considered in the specific brochure of each equipment manufacturer. Its value can be determined taking into account: the cost of transportation (CMP TRANSP ), the cost of materials (CMP MAT p ) and the cost of direct labour (CMP DL p ). The cost of materials and direct labour are calculated for each of the main components involved: device (p = 1), floating platform (p = 2), mooring (p = 3), anchoring (p = 4) and electric system (p = 5). However, the cost of transportation is considered only once here, because it is assumed that the trip of the vessel will be the same for all the components. Furthermore, it is necessary to say that the preventive maintenance will take place in summer because it is the season when the weather conditions are better. Therefore, the costs will be reduced.
The cost of transportation for preventive maintenance is calculated taking into account: the time needed to go from the port to the farm (t port´f arm ), the time considered in the farm to carry out the tasks (t f arm ) and the daily cost of the transport for preventive maintenance in €/day (CDMP TRANSP ):
being the various components of time dependent, among others, on the speed of the maintenance vessel in m/s (V MP BNP ):
The cost of direct labour for preventive maintenance depends on the type of component considered, as shown:
The preventive maintenance of the generator includes visual reviews, cleaning, calibration, lubrication, etc. of its main components. N MP DL 1 is the number of people, TMP DL 1 is the required time in h/generator and CHMP DL 1 is the cost of the direct labour for preventive maintenance in €/h (2ˆC DLpreventive ).
The preventive maintenance of the floating platform also includes visual inspections, cleaning, etc. N MP DL 2 is the number of persons, TMP DL 2 is the required time in h/platform and CHMP DL 2 is the cost of the direct labour for preventive maintenance in €/h (C DLpreventive ).
The preventive maintenance of mooring also includes visual reviews, cleaning, etc. N MP DL 3 is the number of people, TMP DL 3 is the required time in h/mooring and CHMP DL 3 is the cost of the direct labour for preventive maintenance in €/h (C DLpreventive ). The reviews will take place in the submersed area. Therefore, divers will be used for these tasks. Then, the cost will be similar to the platform cost.
The material cost of the preventive maintenance is dependent on the cost of the direct labour (CMP DL p ) and the cost of the transport (CMP TRANSP ) [28] , as shown:
The corrective maintenance is not programmed, taking place after the occurrence of a failure. Its cost is composed of the cost of direct labour (CMC DL p ), the cost of transportation (CMC TRANSP p ), the cost of materials (CMC MAT p ) and the failure probability of the component "p" (P f ailure p ) [29] , as shown:
The corrective maintenance cost for the generator (p = 1) is dependent on the probability of failure of each component c1 of the generator (P f ailure c1 ), the cost of direct labour (CMC DL c1 ), the cost of transport (CMC TRANSP c1 ) and the cost of materials (CMC MAT c1 ) for each of these components, as shown:
The number of components considered depends on the type of technology, which is dependent on the offshore renewable energy (see Table 1 ): Yaw system -7
Pitch system -8
Mechanical brake -9
Electrical system -10 Inverter -11
Hardware - 1 The components of the wave device are dependent on the type of system. It is a general approach, being the components in parenthesis specific to a wave energy converter with hydraulic system.
The corrective cost for the floating platform is calculated considering the failure probability of the floating platform (P f ailure 2 ), the probability of using crane in the corrective maintenance (P crane ), the probability of not using crane in the corrective maintenance (P no crane ) and the coefficient due to the accommodation of the direct labour (K DL ): The corrective cost for the mooring is dependent on the cost of direct labour (CMC DL 3 ), the cost of transport (CMC TRANSP 3 ), the cost of materials (CMC MAT 3 ), the failure probability of the mooring (P f ailure 3 ), the number of devices (N A) and the number of mooring lines per generator (LP), as shown: ( 63) where:
The corrective cost for the anchoring, the calculation of which is very similar to the mooring cost, is dependent on the cost of direct labour (CMC DL 4 ), the cost of transport (CMC TRANSP 4 ), the cost of materials (CMC MAT 4 ), the failure probability of the mooring (P f ailure 4 ) [32] , the number of devices (NA) and the number of mooring lines per generator (LP), as shown: ( 65) where:
The corrective cost of the electric system is dependent on the number of transformers (N TS ), the probability of failure of the transformers (P f ailure TS ), the cost of the corrective maintenance of the transformers (CMC TS ), the parameter of the substation (K SUBE ), the number of electric cables (N x ), the probability of failure of the electric cables (P f ailure x ) and the cost of the corrective maintenance of the electric cable (CMC C ), as shown:
67)
Dismantling Cost
The floating offshore renewable energy farm should be dismantled at the end of operational life in order to clean the area and leave it as initially. Firstly, the farm is disassembled and, then, the main materials obtained (steel, copper, etc.) can be sold. This income will be considered as a negative cost. Here, the dismantling cost is dependent on the cost of dismantling device generators (C61), the floating platforms (C62), the mooring and anchoring systems (C63) and the electric system (C64). It also includes the cleaning cost of the area (C65) and the removal cost of the materials (C66), as shown:
The dismantling method of the device generators is the same as in the case of the installation process. However, in this case the time will be less, because less caution is necessary in the process. In this sense, the cost of dismantling the device generators is dependent on the cost of the offshore dismantling of the device (C61 dismantling ), the cost of its transport from the farm to the port (C61 transport ) and the cost of the process at port (C61 pa ), as shown:
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Here it is considered that the device generator is towed simultaneously with the floating platform. For this reason C61 dismantling and C61 transport are zero. The cost of the process at port is as shown:
The cost of dismantling the floating platforms is also dependent on the cost of the offshore dismantling of the platform (C62 dismantling ), the cost of its transport from the farm to the port (C62 transport ) and the cost of the process at port (C62 pa ), as shown:
In this case, the offshore dismantling cost of the platform is zero, because it is dismantled onshore. The cost of the transport in terms of dismantling is the same as in the case of the installation process, i.e.,:
The cost due to the operations at port for the floating platform is calculated as follows:
The cost of dismantling the mooring and anchoring systems is similar to their installation cost, but considering less time for the operations (T dismantlingAHV ):
The cost of dismantling the electric system is composed of two main components: the cost of dismantling the electric cables (C64 cable ) and the cost of dismantling the offshore substation (C64 sube ):
The requirements of the vessels for the dismantling of the electric cables are less strict than the installation process. Therefore, its cost will also be inferior. In this case, tugs, cargo barges and OSV have been considered. The electric cable is cut in portions. In this context, the cost of dismantling the electric cable is dependent on the cost of the barge for dismantling the cable in €/day (C bargedismantlingcable`COSVdismantlingcable ), the cost of the OSV vessel for dismantling the electric cable in €/day (C OSVdismantlingcable ), the cost of the dredge for dismantling the electric cable in €/day (C dredgedismantlingcable ), the dismantling coefficient of the 20 kV electric cable in €/m (K dismantling20kV ), the dismantling coefficient of the 220 kV electric cable in €/m (K dismantling220kV ), the cost of installing the onshore electric cable (C inston ), the number of electric cables (N x ) and the length in m of each electric cable (d x ), as shown:
The cost of dismantling the offshore substation is dependent on the number of substations (P sub ), the cost of dismantling the substation (C dismantlingsubinstallation ), the cost of transporting the substation (C isubtransport ) and the cost of dismantling the substation at port (C dismantlingsubport ), as shown:
Cleaning the area is carried out considering the methodology taken into account in the offshore oil industry, which considers the total surface of the farm. In this sense, the cost of the cleaning area is dependent on the cost of cleaning the surface occupied by the farm in €/m 2 (C cleaningm2 ), the number of lines (NF), the number of diameters per line (ND LI NES ), the diameter of the generator (D), the number of devices per line (NAF) and the number of diameters between devices (ND GENERATORS ), as shown:
Finally, the cost of the disposal of the materials is composed of the cost of its processing (C66 processing ), transportation (C66 transport ) and elimination (C66 elimination ) (income if it is sold as scrap or cost if it is taken to a dump):
Considering the elimination, some of the components will be sold as scrap whereas the rest will be disposed of a dump, as Tables 2 and 3 show. Table 2 . Use of the components of the device once they were removed.
WIND WAVES
DUMP
SCRAP DUMP SCRAP
‚ Blades wind turbine ‚ Nacelle wind turbine (steel) ‚ Tower wind turbine (steel)
‚ device - Table 3 . Use of the general components once they were removed.
DUMP SCRAP
‚ Mooring and anchoring ‚ Substation
The processing cost is determined considering each of the components of the floating offshore renewable energy farm. It depends on the length of processing of each of the components (L processingX ) and the cost of processing in €/m of them (C processing ):
The cost of the transport for disposal is also dependent on the component of the farm considered [33] :
C66 transport " rN Aˆpm transportGENERATOR`mtransportMOOR&ANCH`mtransportCABLES m transportSUB`mtransportPLAT`mtransportEQU IPPLAT q pN A`P sub qˆm transportPLAT sˆC lorry
where: 
and:
Finally, the cost of eliminating the materials comprises the cost of eliminating each of the components, i.e., 
The cost of eliminating the materials is dependent, among others, on the cost of the steel for scrap in €/kg (C scrap steel ), the cost of the dump in €/kg (C dump ) and the cost of aluminium for scrap in €/kg (C scrap aluminium ). It is negative when the material can be sold, being considered as income.
Energy Produced
The energy produced is dependent on the type of offshore renewable energy considered but the formula to assess energy production might be the same. Here, the energy produced is dependent on the number of devices (NA), the energy produced by one device in kWh/year (E 1DEV ICE ), the percentage of availability (η availability ) and the transmission efficiency (η transmission ), as shown:
In the case of the offshore wind, the energy produced by one offshore wind turbine is dependent on the number of hours per year (NH AT " N daˆNhd ), the power curve of the wind turbine (P CP pvq) Energies 2016, 9, 324 16 of 27 and the Weibull wind distribution (p Weibull pv; c a , k a q), which also is dependent on the offshore wind speed (v) [34] , the scale parameter of wind (c a ) and the shape parameter of wind (k a ) [35, 36] . The integral includes the values of speed from zero to the cut-out speed (v D ) of the wind turbine:
On the other hand, the energy produced by a wave energy device can be calculated considering two methods. Method 1 (M1) is dependent on the power matrix of the device (Power matrix Device ) and the probability or yearly distribution matrix of the sea states of the location considered (Sea state matrix location ) [14] :
E 1Device " Power matrix DeviceˆS ea state matrix location
However, Method 2 (M2) is dependent on the sea water density (ρ), the gravity (g), the wave period (T waves ) and the wave height (H waves ) [3] , [32] :
Levelized Cost of Energy (LCOE)
The Levelized Cost of Energy (LCOE) allows to compare different technological alternatives which have different investment and time operations or were located in the same place. The LCOE depends on the total cost of the FOREF in the "n" period (LCS FORED n ), which goes from the year 1 to the number of year of the life-cycle of the project (N f arm ), and the capital cost of the project (r):
It is important to know that the total cost is different depending on the year considered. The total cost of year 0 is the cost of the investment without the costs of exploitation (C5) and dismantling (C6). The total cost of the following years (1-n) is the exploitation cost (C5) divided by the number of years of the farm (N farm ), except for the last year which also includes the dismantling cost (C6):
Case Study
Introduction
The case study comprises different scenarios for wave energy and wind energy technology, considering these in different locations and scale. Overall, the scenarios can be aggregated into two cases: Case 1, which is focused on floating offshore wave energy devices (FOWaED) and Case 2, which is focused on floating offshore wind energy devices (FOWiED) (Figure 4) .
The methodology proposed here is used to assess the total life-cycle cost and LCOE for each case. Data required was such as to define the parameters of the method, with accuracy as high as reasonably possible given the resources available. The parameters required to determine the life cycle costs and the produced energy can be estimated through research or knowledge of the characteristics of the device, the location and the market, literature information, expert consultation or data related to projects with relevant similarities. A significant amount of data is kept private or unavailable and therefore it has to be calculated, extrapolated or assumed. Nonetheless, great effort was made to maximize the resemblances with current reality. 
Location
The scenarios on all cases are considered to be installed in two locations in Portugal-the Aguçadoura region in the North and the Pilot area of São Pedro de Moel, closer to the central area. These locations have been the selected sites for several offshore renewable energy projects in Portugal. Data related to these locations is presented in Table 4 . The nearest port and shipyard from Aguçadoura are Leixões and Viana do Castelo respectively, whereas the nearest port and shipyard from the Pilot area are Figueira da Foz and Peniche respectively. Average wave height and period for both locations were taken from Silva et al. [14] , whereas current speed was assumed considering the conclusions of Sauvaget et al. [37] . More detailed local resource information can be found in [38, 39] for waves and [40, 41] for wind. 
Case 1
Case 1 considers two wave energy farms of different size (scale) for each of the locations-a small farm of 7 devices and a big farm of 147 devices.
The device considered here is the Pelamis. It is an oscillating device composed of five cylindrical steel sections linked by hinged joints that oscillate relative to each other as the device interacts with the waves, extracting their energy. Yemm et al. [42] described the main characteristics of this device in detail.
Here, it is considered that the Pelamis are placed in rows of seven units. Therefore the small farm consists of a single row of devices whereas the big farm consists of 21 rows of devices ( Figure  5 ). Table 5 presents device related data. The small wave farm has an installed capacity of 5.25 MW and the big wave farm 110.25 MW. 
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The device considered here is the Pelamis. It is an oscillating device composed of five cylindrical steel sections linked by hinged joints that oscillate relative to each other as the device interacts with Energies 2016, 9, 324 18 of 27 the waves, extracting their energy. Yemm et al. [42] described the main characteristics of this device in detail.
Here, it is considered that the Pelamis are placed in rows of seven units. Therefore the small farm consists of a single row of devices whereas the big farm consists of 21 rows of devices ( Figure 5 ). Table 5 
Case 2
Case 1 considers a single offshore wind turbine and an offshore wind farm of 21 wind turbines for each of the locations (Figure 6) .
Here, the Repower wind turbine and the Dutch-Trifloater semisubmersible platform are considered for the scenarios. The turbine is a horizontal axis solution suited for the offshore environment and the platform has a design that is very similar to the WindFloat but with a reduced cost [24, 28] . Tables 6 and 7 present turbine and platform related data respectively. The single turbine scenario has an installed capacity of 5.075 MW whereas the farm scenario has an installed capacity of 106.575 MW. 
Here, the Repower wind turbine and the Dutch-Trifloater semisubmersible platform are considered for the scenarios. The turbine is a horizontal axis solution suited for the offshore environment and the platform has a design that is very similar to the WindFloat but with a reduced cost [24, 28] . Tables 6 and 7 present turbine and platform related data respectively. The single turbine scenario has an installed capacity of 5.075 MW whereas the farm scenario has an installed capacity of 106.575 MW.
considered for the scenarios. The turbine is a horizontal axis solution suited for the offshore environment and the platform has a design that is very similar to the WindFloat but with a reduced cost [24, 28] . Tables 6 and 7 present turbine and platform related data respectively. The single turbine scenario has an installed capacity of 5.075 MW whereas the farm scenario has an installed capacity of 106.575 MW. 
Results
Results for Case 1 (Wave Energy)
The most important cost in terms of floating offshore wave energy is the exploitation cost, followed by the manufacturing cost and the installation cost (Figure 7a,b) . They are calculated taking into account all their sub-costs as indicated in Table 8 . 
Results
Results for Case 1 (Wave Energy)
The most important cost in terms of floating offshore wave energy is the exploitation cost, followed by the manufacturing cost and the installation cost (Figure 7a,b) . They are calculated taking into account all their sub-costs as indicated in Table 8 . Table 8 indicates that exploitation and operation costs are the highest cost for a wave farm. The total life-cycle cost of the small wave farm (5.25 MW) is 104 M€ for the São Pedro de Moel location and 95 M€ for the Aguçadoura area. However, the cost of several main components, as the electric cable and the offshore substation has a great importance, because there are only 7 wave generators and a complete offshore substation is needed, the cost of which is too high. This context explains the importance of studying a larger farm. Therefore, the total life-cycle cost of the big wave farm (110.25 MW) is 1445 M€ for the São Pedro de Moel location and 1303 M€ for the Aguçadoura area. Figure 8 shows the comparison of the total cost of the two wave farms considered (small and big) and the two Table 8 indicates that exploitation and operation costs are the highest cost for a wave farm. The total life-cycle cost of the small wave farm (5.25 MW) is 104 M€ for the São Pedro de Moel location and 95 M€ for the Aguçadoura area. However, the cost of several main components, as the electric cable and the offshore substation has a great importance, because there are only 7 wave generators and a complete offshore substation is needed, the cost of which is too high. This context explains the importance of studying a larger farm. Therefore, the total life-cycle cost of the big wave farm (110.25 MW) is 1445 M€ for the São Pedro de Moel location and 1303 M€ for the Aguçadoura area. Figure 8 shows the comparison of the total cost of the two wave farms considered (small and big) and the two locations taken into account. Figure 8 shows that the best location in terms of costs and in the Portuguese case is the Aguçadoura area. In fact, there is a difference in the total costs up to 10 M€ in the case of a small wave farm and 143 M€ in the case of a big wave farm. The percentages of the life-cycle phases cost is also different depending on the type of wave farm considered, because the effect on the costs which are shared between devices. Although the most important percentages are located in the same phases (exploitation, installation and manufacturing), the cost of dismantling (C6) appears, in the case of a big farm, as a 17% of costs, which represents much more than in the case of a small wave farm (1%) (Figure 9 ). Figure 8 shows that the best location in terms of costs and in the Portuguese case is the Aguçadoura area. In fact, there is a difference in the total costs up to 10 M€ in the case of a small wave farm and 143 M€ in the case of a big wave farm. The percentages of the life-cycle phases cost is also different depending on the type of wave farm considered, because the effect on the costs which are shared between devices. Although the most important percentages are located in the same phases (exploitation, installation and manufacturing), the cost of dismantling (C6) appears, in the case of a big farm, as a 17% of costs, which represents much more than in the case of a small wave farm (1%) (Figure 9 ). Figure 10 shows the importance of the number of floating offshore wave devices in the study of the economic aspects of a floating offshore wave farm. It is due to the fact that there are some important costs, such as the offshore electric cables or the offshore substation, which are shared by the number of devices considered.
Results For Case 2 (Wind Energy)
The most important cost in terms of floating offshore wind energy is the cost of exploiting the farm, followed by the manufacturing cost and the installation cost for the single floating offshore wind turbine (Figure 11a ). However, this value changes when considering the floating offshore wind farm of 21 wind turbines, where the main costs are the manufacturing cost, the exploitation cost and the installation cost respectively (Figure 11b ). It is due to the high cost of manufacturing the floating platforms. Figure 10 shows the importance of the number of floating offshore wave devices in the study of the economic aspects of a floating offshore wave farm. It is due to the fact that there are some important costs, such as the offshore electric cables or the offshore substation, which are shared by the number of devices considered.
The most important cost in terms of floating offshore wind energy is the cost of exploiting the farm, followed by the manufacturing cost and the installation cost for the single floating offshore wind turbine (Figure 11a ). However, this value changes when considering the floating offshore wind farm of 21 wind turbines, where the main costs are the manufacturing cost, the exploitation cost and the installation cost respectively (Figure 11b ). It is due to the high cost of manufacturing the floating platforms. They are calculated taking into account all their sub-costs indicated in Table 9 . The total life-cycle cost of the single floating offshore wind turbine (5.08 MW) is 77 M€ for the São Pedro de Moel location and 68 M€ for the Aguçadoura area. However, the cost of several main components, such as the electric cable and the offshore substation has a great importance, because there is only 1 wind turbine and a complete offshore substation is needed, whose cost is too high. This context explains the importance of studying the option of an offshore wind farm. Therefore, the total life-cycle cost of a floating offshore wind farm of 21 wind turbines (106.58 MW) is 406 M€ for the São Pedro de Moel location and 391 M€ for the Aguçadoura area. Figure 12 shows that the best location in terms of costs is the Aguçadoura area. In fact, there is a difference in the total costs up to 9 M€ in the case of a small floating offshore wind farm and 15 M€ in the case of a big floating offshore wind farm. They are calculated taking into account all their sub-costs indicated in Table 9 . The total life-cycle cost of the single floating offshore wind turbine (5.08 MW) is 77 M€ for the São Pedro de Moel location and 68 M€ for the Aguçadoura area. However, the cost of several main components, such as the electric cable and the offshore substation has a great importance, because there is only 1 wind turbine and a complete offshore substation is needed, whose cost is too high. This context explains the importance of studying the option of an offshore wind farm. Therefore, the total life-cycle cost of a floating offshore wind farm of 21 wind turbines (106.58 MW) is 406 M€ for the São Pedro de Moel location and 391 M€ for the Aguçadoura area. Figure 12 shows that the best location in terms of costs is the Aguçadoura area. In fact, there is a difference in the total costs up to 9 M€ in the case of a small floating offshore wind farm and 15 M€ in the case of a big floating offshore wind farm. The percentages of the life-cycle phases cost is also different depending on the type of floating offshore wind farm considered, because the effect on the costs which are shared between generators. Although the most important percentages are located in the same phases (exploitation, installation and manufacturing), their value is different depending on the scenario considered ( Figure 13 ). Figure 14 shows the importance of the number of floating offshore wind turbines in the study of the economic aspects of a floating offshore wind farm. It is due to the fact that there are some important costs, such as the offshore electric cables or the offshore substation, which are shared by the number of turbines considered.
Finally, a comparison of costs between several renewable energy farms can be established. In this sense, Figure 15 shows how these costs are very high in a floating offshore wind farm and in a floating offshore wave farm comparing their values with other traditional systems such as fixed offshore wind and onshore wind farms [10, [35] [36] [37] . The percentages of the life-cycle phases cost is also different depending on the type of floating offshore wind farm considered, because the effect on the costs which are shared between generators. Although the most important percentages are located in the same phases (exploitation, installation and manufacturing), their value is different depending on the scenario considered ( Figure 13 ). The percentages of the life-cycle phases cost is also different depending on the type of floating offshore wind farm considered, because the effect on the costs which are shared between generators. Although the most important percentages are located in the same phases (exploitation, installation and manufacturing), their value is different depending on the scenario considered ( Figure 13 ). Figure 14 shows the importance of the number of floating offshore wind turbines in the study of the economic aspects of a floating offshore wind farm. It is due to the fact that there are some important costs, such as the offshore electric cables or the offshore substation, which are shared by the number of turbines considered.
Finally, a comparison of costs between several renewable energy farms can be established. In this sense, Figure 15 shows how these costs are very high in a floating offshore wind farm and in a floating offshore wave farm comparing their values with other traditional systems such as fixed offshore wind and onshore wind farms [10, [35] [36] [37] . Figure 14 shows the importance of the number of floating offshore wind turbines in the study of the economic aspects of a floating offshore wind farm. It is due to the fact that there are some important costs, such as the offshore electric cables or the offshore substation, which are shared by the number of turbines considered.
Finally, a comparison of costs between several renewable energy farms can be established. In this sense, Figure 15 shows how these costs are very high in a floating offshore wind farm and in a floating offshore wave farm comparing their values with other traditional systems such as fixed offshore wind and onshore wind farms [10, [35] [36] [37] . 
Conclusions
This paper has proposed a general methodology to calculate the life-cycle cost of floating offshore renewable energy devices (FOWEDs). It is based on the six main phases of their life-cycle: concept definition, design and development, manufacturing, installation, exploitation and dismantling. To develop the methodology each of the equations of costs and sub-costs from these phases have been defined considering their main parameters. Moreover, the energy produced is also taken into account to calculate the Levelized Cost Of Energy (LCOE) of a floating offshore renewable energy farm (FOREF).
The methodology proposed has been applied to two types of FOWEDs: a floating offshore wave energy device (FOWaED) and a floating offshore wind energy device (FOWiED). The case study presented takes into consideration four scenarios: a small wave farm of seven Pelamis wave energy converters, a big wave farm of 147 Pelamis wave energy converters, a single floating offshore wind turbine and a farm of 21 floating offshore wind turbines. These are considered for the locations of Aguçadoura and São Pedro de Moel, both in Portugal, where the floating offshore renewable energies have a great development.
Results indicate the most important cost in terms of the life-cycle of a Floating Offshore Renewable Energy Farm (FOREF) is the exploiting cost, followed by the manufacturing and the installation cost.
The total life-cycle cost of a floating offshore wave farm of seven wave generators is 104 M€ for the São Pedro de Moel location and 95 M€ for the Aguçadoura region, and the cost for a big wave farm (110.25 MW) is 1445 M€ for the São Pedro de Moel location and 1303 M€ for the Aguçadoura area. On the other hand, the total life-cycle cost of one wind turbine is 77 M€ for the São Pedro de Moel location and 68 M€ for the Aguçadoura region. In addition, the total life-cycle cost of a floating offshore wind farm of 21 wind turbines (106.58 MW) is 406 M€ for the São Pedro de Moel location and 391 M€ for the Aguçadoura area.
In addition, the best area in terms of costs is the same independently of the type of floating offshore renewable energy considered: Aguçadoura. The LCOE is reducing when the number of wave devices is increasing. In this sense, the LCOE has values of 1,708 €/MWh for the 5.25 MW small 
In addition, the best area in terms of costs is the same independently of the type of floating offshore renewable energy considered: Aguçadoura. The LCOE is reducing when the number of wave devices is increasing. In this sense, the LCOE has values of 1,708 €/MWh for the 5. On the other hand, in terms of percentages, although the most important percentages are located in the same phases (exploitation, installation and manufacturing), their value is different depending on the scenario considered. In this sense, a big wave farm mainly has a 40% of exploiting cost, 21% of installing cost, 21% of manufacturing cost and 17% of dismantling cost. Otherwise, a big wind farm mainly has a 32% of exploiting cost, 7% of installing cost, 57% of manufacturing cost and 2% of dismantling cost. The percentage of the manufacturing cost is higher in the case of the floating offshore wind because the floating offshore wind platforms are bigger and more expensive than the wave devices.
In terms of technology, the best area in terms of floating offshore wind technology is the São Pedro de Moel region whereas the best area in terms of wave energy technology is Aguçadoura, because their LCOE is higher. In terms of location or project scale, floating offshore wind technology is the best option compared to wave technology for the scenarios considered here. It is important to be aware of what is taken into account in order to make good decisions. The methodology proposed aims to provide a direct path for calculating the main life-cycle costs of a floating offshore renewable energy farm. It should help calculating its feasibility and evaluating the relevant characteristics that influence it the most.
